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Bollard / Guard Post

Requirements DI-015 Approved: Gary Silva 

Bollard/Guard Post

Construction Guidelines:

Guard post to be completely filled with concrete. 2019 CFC 312
Note: When protection aboveground fuel tank, guard posts shall be a minimum of 3 feet

from tank and painted yellow.




